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PROJECT REFERENCE NO. | SHEET NO.
3 NOTES I U-3315 SIG. 3.9
| EDI MODEL MMU2-16LE 1. To prevent “Flash-conflict” problems. wire all unused - —
i UNIT OPTIONS load switches to flash red. Verify that signal heads

MALFUNCTION MANAGEMENT UNIT OPTION SETTING flash in accordance with the signal plans.

§ PROGRAMMING DETAIL . . SIGNAL HEAD HOOK-UP CHART

| 1 and tabl b bel RECURRENT PULSE ON 2. To prevent red failures on unused monitor channels,

§ (program card and tables as shown below) WALK DISABLE OFF tie unused load switch red outputs 7 and 14 PHASE | 5 3 4 5 5 . 5 > 4 6 8 loLaloelolelolo
LOG CVM FAULTS ON to load switch AC+ by inserting a jumper plug PED | PED | PED | PED

| EXTERN WATCHDOG OFF : : : + * *x| %
3 238 5) @ 788 D ZD 2 @ % 15:) & DUAL IND ENABLE S CARD WEWORY N to pin 3 (red out). Make sure all flash transfer .

| rel re in pl .

1 59 DDIEDE DD DB RED FAIL ENABLE LEDgeurd N °lays are in prdce RED | % 2R 4R | % | 6R 8R

72 g A © g : g o T2 © CHANNEL ENABLE / FORCE TYPE 16 OFF

| 3.4 5 5 7 §) S e n 12) ERRA 2@ NUMBER DISABLE TYPE12-SDLC OFF 3. Program controller to start up in phases 2 and 6 green.

| 1 ENABLE VM 3x/Day Latch ON YELLOW 2Y 4Y | % | Y 8Y

4:%) % g 9 % 9 ?1 12 1(3? 1‘? 1C5) 16 2oy o

; o o o o o o o o 2 ENABLE . .

3 238 9PI DL D P1 3 ENABLE 4. Set power-up flash time to 10 seconds and implement on GREEN 26 4G 66 86

i 72 z °© . °© g °© c °© c °© 4 ENABLE FLASHING YELLOW ARROW the Malfunction Monogemen'l' Unit. Set controller

| .2 & E’) o lytz 13) s 1) 18 5 ENABLE CONFIG MODE | A power-up flash time to 0O seconds. RED 3R 13R 15R | 16R
8% R 38k 3 ggi%ﬁ ENABLE CHANNEL PAIR, FYA ARROW

: [e) _ . _ .

3 - @ o &9 o o @ 8 ENABLE CH 1-9 ON 5. Enable simultaneous gap-out feature. on controller unit, YAERLRLOOWW 1y 3y | 3y 13Y 15Y | 16Y
3 o e o e o0 & o ° 3 ENABLE CH 3-10 OFF for all phases.

1o i1 9 5B 1§) Cesaaan > —NABLE RED/YEL INPUT ENABLE 6. I.Drogrom fje’rec’rors in oc?ordonce with jrhe manufacturer’s ARROW

- I? ° @ 0 MIN MM 60800550 3 CNABLE CH 1-9 OFF instructions to accomplish the detection schemes shown on ggggw 6 | 16 36 | 36 56

| oo o ° CHANGE SRR Do Do B 14 DISABLE CH 3-10 OFF the signal design plans.

3 bl B T R R A RENRY Pe 15 ENABLE CH 5-11 OFF

l _o o o o 0o 16 ENABLE CH 7-12 OFF . .. SR 18R 11IR 12R

| 1314 25 16 MINIMUM FLASH TIME{ :)O }O j CEH FATE PR oFF 7. Program detector call delay and extension timing on the

; 8421 . . e °

14:25 Ze ZSVJLL:TTE:EE.:':BBLLEE/T FYA TRAP DETECT OFF controllers unless otherwise specified. k a6 | 126 | 116 126

: _0O

\‘556 o 8. Set all detector card unit channels to “presence” mode.

§ MMU_PROGRAMMING NOTE NU = Not Used

ENSURE YELLOW CHANGE PLUS RED CLEARANCE MONITORING 9. This controller and cabinet are part of the Greenville % Denotes install load resistors. see load resistor installation detail this sheet.

§ MMU PROGRAMMING CARD IS ENABLED FOR ALL CHANNELS. Signal System. % See pictorial of head wiring detail this sheet.

i c - EQUIPMENT INFORMATION

; E DETECTOR RACK SET-UP DETAIL 4 SECTION FYA PPLT SIGNAL WIRING DETAIL
| 3 INSERT DETECTOR CARDS IN RACK ACCORDING TO . .

3 & THE DETAIL SHOWN BELOW. PARTICULAR DETECTOR PROGRAM CONTROLLER DETECTORS CONTROLLER.............. ASC/3 (wire signal heads as shown)

| > . WIRE LOOPS TO TERMINALS

3 = CHANNELS WILL CALL PHASES INDICATED. ON LOOP PANEL AS SHOWN ACCORDING TO THE SCHEDULE CABINET .........oununn. NC-8A

| s | DETECTOR RACK #1 [N THE CHART BELOW SHOWN IN THE CHART BELOW SOFTWARE ............... ECONOLITE ASC/ 2070 OLA RED (13R) OLC RED (I5R) —

§ S CHL [ CHL | CHL [ CHI | CHl | CHl | CHl | CHI S CONTROLLER [ TIMING CABINET MOUNT........... BASE

i o L3 L1 L7 LS L11 L9 L15 L13 S S S LOOP NO. TERMINALS DETECTOR NO. FEATURE | TIME(SEC) LOADBAY POSITIONS....... 16 OLA YELLOW (13Y) @ OLC YELLOW (]5Y)—@

2 @1 @1 33 @2 35 B4 78 36 L L L ‘A L1A,L1B 6?2 %BMfgﬁsAEBOM 1 @1 DELAY 15 LOAD SWITCHES USED...... 1,2,3,4,5,6,8,9,10,11,12,13,15,16

§ g CTJ CTJ CTJ _2A.L2B |[iB To [5B > 56 Z _ PHASES USED......0ov.n.. 1,2,2PED,3,4,4PED,5,6,6PED,8,8PED OLA GREEN (130) @ OLC GREEN (150) —@

é 31U 1B L3A,L3B 3 31 DELAY 15 OLA . ettt een *

| = CH2 CH2 CH2 CH2 CH2 CH2 CH2 CH2 E E E NU LAA,L4B 4 - - - OLB. ...ttt iannens NONE @1 GREEN (1G) @ @5 GREEN (50) —@

= L4 L2 L8 LB L12 L10 L16 L 14 I‘F/J I‘F/J I‘F/J 2A, 2Bl L5A,L5B 5 B2 - - gtg ..................... % 11 51

| S NU L6A,L6B - — | |OLD..t it i

: 2 NOT | #6 | #3 | NoT| %2 | #4 | NoT|NOT| T | T | T ° g2 X X | |

| < USED USED usen | usen Y Y Y 3A L7TA,LT7B 7 B3 - - See Sheet 2 of 2 Econolite ASC/2070 Overlap Programming Detail.

| s 3B L8A,L8B 8 33 - - 0

| 2 LD RED (16R)

3 2 4A | L9A,L9B 9 34 - -

- % JUoniie] 0 [er Doeav |0 LOAD RESISTOR INSTALLATION DETAIL x0 vetion am——— (@D

3 @ - L11A.L11B | ADD JUMPERS FROM 11 5 DELAY 15

3 5 L12A,L12B|L11B TO L12B 12 32 - - ?ESBIIENAILREPR)FIELD OLD GREEN (166) @

i = E E E E 6A. 6B[L13A.L13B 13 26 - - ACCEPTABLE VALUES

§ = 5 5 5 5 NU_[L14A.L14B 14 6 - - VALUE (ohms) | WATTAGE ?EQ&'IENEL RED FIELD 41

§ =3 T T T T 8A |L15A.L15B 15 28 - - 1.5K - 1.9K [ 25W (m1in)

| 2 BIU NU ([L16A,L168B 16 - - - 2.0K - 3.0K |1o0W (min) PHASE 5 YELLOW FIELD

} 8 E E E E NU [L17A.L17B 17 - - - AC- TERMINAL (3Y) NOTE

§ 5 M M M M NU |L18A.L18B 18 - - - o

| = P P P P — — — 1. SEE OVERLAP PROGRAMMING INSTRUCTIONS SHEET 2 OF 2.

| E T T T T NU L19A,L198B 19 AC-

| S Y Y Y Y NU [L20A.L20B 20 - - -

3 2 NU [L21A.L218 NOTE 21 - - - AC-

| = NU |[L22A,L22B| | BE SURE TO PROGRAM 22 - - -

§ NU [L23A.,L23B ET’E[;EE;UTE)T(‘T’:ES ::‘lg 23 - - - THIS ELECTRICAL DETAIL IS FOR

§ NU L24A-L24B ] | pepav) AS SHOWN ON 24 - - - THE SIGNAL DESIGN: 02-0893F

§ NU = NOT USED THE SIGNAL PLANS. DESIGNED: JUNE 2014

3 SEALED:  9/2/2014

§ % REVISED: N/A

§ FINAL DESIGN SHEET 1 OF 2
i é ELECTRICAL AND PROGRAMMING SEAL

i DETAILS FOR: 1 h TREET JRTTTTIII .

i O t S "“‘:\‘ \)\ C A R O['/."'O,

3 p precares Fa AT S,
| o §os 2
1 < P SR 1703 (14TH STREET A R
| o § 0§ SEAL %

| " PLANS PREPARED IN THE OFFICE OF: P % 030607 &

| = - DIVISION 2 PITT COUNTY GREENVILLE Y &
Klmley)» Horn PLAN DATE: JUNE 2014 REVIEWED BY: L PHILLIPS "»..:p};%ﬁivgmg%&,..é?j
NC License #F-0102 PREPARED BY: SP PENNINGTON | Reviewed gy: i dbC/ELP\*“

| — P.O. Box 33068 REVISIONS INIT. DATE S

| é Raleigh,NC27636 |  Hemgwer~ /] ‘ Hacie PA"’%V” 9/2/2014
= (919) 677-2000 750 N.Greenfleld Pkwy.Garner,NC 27529 | T —
| 2 5 N B e B S1G. INVENTORY NO. 02-0893F
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